
Acquire Fire Protection, Inc. Fire Extinguishers

Service History17012 Kinsman Road
Middlefield, Ohio 44062 Order # 11718

Parker Hannifin

520 Ternes Avenue
Elyria Ohio 44035
440-366-1280

JOB LOCATION CLIENT

Parker Hannifin
520 Ternes Avenue
Elyria Ohio 44035

P1: (440)366-1280

P2: 
F: 

Service Date: 12/16/2015

TECHNICIANCONTACT

Paul Novak JAL

TimestampBar CodeMfg DateSize / TypeLocationNum Hydro Test 6 YearS/N

12/16/2015 9:07:15 AMAQ00019142014ABCHR office1 5A27572609

12/16/2015 9:08:00 AMAQ00019222008ABCconference room2 5ZP282183 2014

12/16/2015 9:08:22 AMAQ00019212008ABC1:N pump room3 10ZS451453 2014

12/16/2015 9:09:06 AMAQ00019232007ABCK4K4 5YS294249 2013

12/16/2015 9:09:31 AMAQ00019242007ABCRestrooms at H45 5YS294759 2013

12/16/2015 9:10:50 AMAQ00019252010ABCInspection storage6 5AE461730

12/16/2015 9:10:23 AMAQ00019262010ABCInspection7 5AF24293

12/16/2015 9:10:01 AMAQ00019522010ABCG48 5AE461735

12/16/2015 9:11:45 AMAQ00019272013ABCE4 vending9 10BW725376

12/16/2015 9:11:28 AMAQ00019372007ABCF310 5YY163061 2013

12/16/2015 9:12:05 AMAQ00019112008ABCOutside elevator
room

11 5ZP284880 2013

12/16/2015 9:37:17 AMYR2900912007ABCElevator room12 10YR290091 2013

12/16/2015 9:12:30 AMAQ00019562008ABCPrototype Isle13 5ZP284878 2014

12/16/2015 9:13:40 AMAQ00076541990ABC2:Upstairs mez cage14 10JL-572136 2004 2010

12/16/2015 9:12:58 AMAQ00019282011ABC2:Top Of Stais Mez15 10AF397108

12/16/2015 9:14:18 AMAQ00065351990ABCSouth Griding Wall16 10JG-508192 2015

12/16/2015 9:14:54 AMAQ00076551985ABCR&D Lab 362517 2.5 2012

12/16/2015 9:15:18 AMAQ00086592003CO2electronics lab18 5Y605644 2014

12/16/2015 9:16:48 AMAQ00019292005ABCR & D Hallway19 10XL581269 2011

12/16/2015 9:17:30 AMAQ00019302005ABCR & D Hallway20 10XL592938 6/2011

12/16/2015 9:17:52 AMAQ00076592009ABCR & D Room 10021 10A-507970 2015

12/16/2015 9:18:11 AMAQ00076602009ABCR & D Room 20022 10A-507920 2015

12/16/2015 9:18:29 AMAQ00076582009ABCR & D Room 30023 10ZF-338072 2015

12/16/2015 9:16:30 AMAQ00076612009ABCR & D Room 40024 10A-507720 2015

12/16/2015 9:16:02 AMAQ00090432008ABCR & D Machining25 10ZN88836 2015

12/16/2015 9:18:52 AMAQ00079292007ABCR & D Test Cell
Room

26 5YS294748 2013

12/16/2015 9:19:24 AMAQ00019312010ABCR & D Pump House27 10AF396615

12/16/2015 9:19:47 AMAQ00019322009ABCR & D Room 60028 10F958540 2015

Printed on: 12/17/2015 11:49:54 AM

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS

1/3



12/16/2015 9:35:03 AMAQ0001950ABCUpstairs plant office58 5AC577427

Acquire Fire Protection, Inc. Fire Extinguishers

Service History17012 Kinsman Road
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520 Ternes Avenue
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440-366-1280

JOB LOCATION CLIENT

Parker Hannifin
520 Ternes Avenue
Elyria Ohio 44035

P1: (440)366-1280

P2: 
F: 

TimestampBar CodeMfg DateSize / TypeLocationNum Hydro Test 6 YearS/N

12/16/2015 9:20:14 AMAQ00019332013ABCR & D Storage
Room

29 5BV623930

12/16/2015 9:20:33 AMAQ00090442002ABCR & D Office30 10SW908215 2015

12/16/2015 9:21:05 AMAQ00019342010ABCR & D31 5AE461733

12/16/2015 9:21:44 AMAQ00019392014ABCSO. Employee Rest
rm

32 10CG594799

12/16/2015 9:22:31 AMAQ00083551991ABCEH Assembly33 10JY-
5060007

2015

12/16/2015 9:23:11 AMLV-0822441993ABCEH Pump House34 10LV-082244 2006 2012

12/16/2015 9:24:15 AMAQ00019352009ABCRepublic Paint Booth35 10F957161 2015

12/16/2015 9:23:51 AMAQ00019362011ABCrepublic assembly36 10AF394641

12/16/2015 9:24:58 AMAQ00019572008ABCShipping LD37 10ZL381927 2014

12/16/2015 9:25:39 AMAP9423162011ABCD238 10AP942316

12/16/2015 9:26:10 AMAQ00019382010ABCF239 5AF24387

12/16/2015 9:26:42 AMAQ00019402011ABCE140 10AP955578

12/16/2015 9:27:13 AMAQ00019421993ABCG141 10LV-080676 2005 2011

12/16/2015 9:27:36 AMAQ00019412007ABCE142 10YL76682 2013

12/16/2015 9:28:21 AMAF057712010ABCSpare43 5AF05771 2013

12/16/2015 9:28:08 AMAQ00076501990ABCSpare44 10JL-563361 2004 2013

12/16/2015 9:28:59 AMLV-0806791993ABCSpare45 10LV-080679 2005 2013

12/16/2015 9:28:39 AMBC1582232012ABCSpare46 10BC158223

12/16/2015 9:29:42 AMAQ00019542007ABCMain Hydrolic Pump
House

47 10YR284699 2013

12/16/2015 9:29:58 AMAQ00019532007ABCHydrolic Pump
House Welding
Table

48 10ZA816279 2013

12/16/2015 9:30:17 AMAQ00019552010ABCMaintenance49 5AF07768

12/16/2015 9:30:57 AMAQ00079302007ABCLaser room50 5YW259163 2013

12/16/2015 9:31:52 AMAQ00019431993ABCH151 10LV-080614 2006 2012

12/16/2015 9:32:14 AMAQ00019441993ABCJ252 10LV-080680 2005 2013

12/16/2015 9:32:43 AMAQ00019452007ABCK153 5YS296662 2013

12/16/2015 9:33:10 AMAQ00046121978CO2K1 Air compressor54 15S-164123 2015

12/16/2015 9:33:37 AMAQ00019462007ABCK3 Man door55 5YS294251 2013

12/16/2015 9:34:12 AMAQ00019472008ABCJ356 5ZL914311 2014

12/16/2015 9:34:29 AMAQ00019492007ABCJ357 10YR288303 2013

Printed on: 12/17/2015 11:49:54 AM

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
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Acquire Fire Protection, Inc. Fire Extinguishers

Service History17012 Kinsman Road
Middlefield, Ohio 44062 Order # 11718

Parker Hannifin

520 Ternes Avenue
Elyria Ohio 44035
440-366-1280

JOB LOCATION CLIENT

Parker Hannifin
520 Ternes Avenue
Elyria Ohio 44035

P1: (440)366-1280

P2: 
F: 

TimestampBar CodeMfg DateSize / TypeLocationNum Hydro Test 6 YearS/N

12/16/2015 9:35:03 AMAQ00019502010ABCUpstairs plant office58 5AC577427

12/16/2015 9:35:38 AMAQ00019482007ABCTool Room59 10YR290081 2013

12/16/2015 9:36:15 AMAQ00019512013ABCG360 10BW723241

12/16/2015 9:38:44 AMAQ00019202014ABC2:Training office hall61 5CE517599

12/16/2015 9:39:21 AMAQ00019192010ABC2:Lunch area hall62 5AC577424

12/16/2015 9:40:07 AMAQ00019182014ABC2:lunchroom63 5A27574135

12/16/2015 9:40:58 AMAQ00019132006ABCoffice64 5XV147073 2012

12/16/2015 9:41:38 AMAQ00019122007ABCoffice65 5YS294757 2013

12/16/2015 9:42:41 AMAQ00019582012ABCpump house66 10BJ807428

12/16/2015 9:44:12 AMAQ00019172014ABCoffice67 5A27572613

12/16/2015 9:44:51 AMAQ00019162014ABCOffice cubicles68 5A27574131

12/16/2015 9:45:39 AMAQ00076631998HALONIT Server Room
3764

69 5M-746549 2010

12/16/2015 9:46:02 AMAQ00076441985HALONcomputer storage70 13D009838 2010

12/16/2015 9:46:34 AMAQ00019152014ABC:Office  cubicles71 5A27573612

Extinguisher Work Summary as of 12/16/2015

TotalsHydro Test 6 Year Annual Monthly Recharge New Monthy Other

0 0 0 67 0 0 0 0ABC 67

0 0 0 2 0 0 0 0CO2 2

0 0 0 2 0 0 0 0HALON 2

Totals 0 0 0 71 0 0 0 0 71

Printed on: 12/17/2015 11:49:54 AM

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
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