Brown Sprinkler Services, Inc.

2458 State Route 193
PO. Box 8
Doset, Ohio 44032

JOB LOCATION
La Villa Conference and Banquet Ctr P1: (216)265-9305

11500 Brook Park Road P2:
Cleveland Ohio 44130 F:
216-265-9305

Service Date: 1/25/2016

CONTACT

Ramez
Abbey

Fire Suppression System

Fire Suppression Systems
Service History
Order # 11894

CLIENT

Brown Sprinkler Service, Inc.
2458 SR 193

P.O. Box 8

Dorset Ohio 44032

TECHNICIAN
JAL

Num: 1

Type: Wet Chemical Extinguishing System
Manufacturer: Ansul

Model: R-102 6 Gallon

Location: Kitchen left hood

Install Date: 2011

Last Service: 7/14/2015

Duct Size: 2 @ 12" x 16"

Plenum Size: 2 @ 10ft

Serial #: S297601

Bar Code: AQ0008455

Timestamp: 1/25/2016 1:00:20 PM

Tests/Inspections/Services

Nozzle Type: 2 - 2W
Nozzle Type: 2 - 1N

Description Last Due

Hydro Test 2011 i

Monthly ]

Recharge ]

Semi-Annual 1/2016 vl

Flush Piping ™

New il

Cylinders

Num Size Type Mfg Date Hydro 6 Year S/N Bar Code Timestamp

1 3gal  Extinguishing Agent 2011 2011 20101026838 AQ0008493 7/10/2014
12:06:46 PM

2 3gal Extinguishing Agent 2011 2011 20101026863 AQO008494 7/10/2014
12:06:56 PM

Replacement Parts

Qty Description Part No. Replaced

3 Fuse Links 360°F K Link 360K-11 1/25/2016

3 Fuse Links 450°F K Link 450K-11 1/25/2016

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS

Printed on: 2/8/2016 10:10:14 AM



Brown Sprinkler Services, Inc.
2458 State Route 193

PO. Box 8

Doset, Ohio 44032

Fire Suppression Systems
Service History
Order # 11894

JOB LOCATION CLIENT
La Villa Conference and Banquet Ctr P1: (216)265-9305 Brown Sprinkler Service, Inc.
11500 Brook Park Road P2: 2458 SR 193
Cleveland Ohio 44130 F P.O. Box 8
216-265-9305 Dorset Ohio 44032
Qty Description Part No. Replaced
9 Ansul Nozzle Cap AS77695
Appliances (Left to Right)
Num  Description Size Nozzle(s)
Fryer - Gas 230
Tilt Skillet 1N, 1IN
Range - 6 Burner 1N, 245
INSPECTION

I. Fire Suppression Systems

1.
2.

Hood and appliances properly protected?

Was nozzle/appliance alignment correct upon arrival?

If not was the alignemt corrected during inspection?

o [ kst

~I

10.
11.
12,
13,
14.
15.
16.
3 fr 8
18.
19.
20.
21,

Actuation cartridge weight or gauge in operable range?
/* Stamped weight 59 3\8 oz, Actual weight 59 1\2 oz */

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
Printed on: 2/8/2016 10:10:14 AM
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Fire Suppression Systems
Service History
Order # 11894

Brown Sprinkler Services, Inc.
2458 State Route 193

PO. Box 8
Doset, Ohio 44032
JOB LOCATION CLIENT
La Villa Conference and Banquet Ctr P1: (216)265-9305 Brown Sprinkler Service, Inc.
11500 Brook Park Road P2; 2458 SR 193
Cleveland Ohio 44130 Fi P.O. Box 8
216-265-9305 Dorset Ohio 44032
INSPECTION
I. Fire Suppression Systems Yes No NA
22. State of Ohio Certification Randolph N Kaser 54-18-0381 . O O
23. Complete Hydrostatic Pressure Test Qurrent .
24. Complete 6 Year Maintenance Current O O

I state that the information on this form is correct at the time and place of my inspection. And that all equipment
tested at this time was left in operational condition upon completion of this inspection except as noted above.

Acquire Fire Protection, Inc. / Fire Loss Control, Inc.

Technician Customer Signature
Jon LeRoy 1/25/2016

Fire Inspector

X

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
Printed on. 2/8/2016 10:10:14 AM



Brown Sprinkler Services, Inc.

2458 State Route 193
PO. Box 8
Doset, Ohio 44032

JOB LOCATION
La Villa Conference and Banquet Ctr P1: (216)265-9305

11500 Brook Park Road P2:
Cleveland Ohio 44130 F:
216-265-9305

Service Date: 1/25/2016

CONTACT
Ramez
Abbey

Fire Suppression System

Fire Suppression Systems
Service History
Order # 11894

CLIENT

Brown Sprinkler Service, Inc.
2458 SR 193

P.O. Box 8

Dorset Ohio 44032

TECHNICIAN
JAL

Num: 2

Type: Wet Chemical Extinguishing System
Manufacturer: Ansul

Model: R-102 6 Gallon

Location: Kitchen right hood
Install Date: 2011

Last Service: 7/14/2015

Duct Size: 2 @ 10" x 20"

Plenum Size: 2 @ 11ft

Serial #: 5291592

Bar Code: AQ0008496

Timestamp: 1/25/2016 1:33:32 PM

Nozzle Type: 2 - 2W
Nozzle Type: 4 - 1N

Tests/Inspections/Services

Description Last Due

Hydro Test 2011 []

Monthly |

Recharge []

Semi-Annual 1/2016 v

Flush Piping B

New ]

Cylinders

Num Size Type Mfg Date Hydro 6 Year S/N Bar Code Timestamp

1 3gal Extinguishing Agent 2011 2011 20101026862 AQ0008497 7/10/2014
12:18:32 PM

2 3gal Extinguishing Agent 2011 2011 20101026865 AQ0008498 7/10/2014
12:19:13 PM

Replacement Parts

Qty Description Part No. Replaced

5 Fuse Links 450°F K Link 450K-11 1/25/2016

11 Ansul Nozzle Cap AS77695 7/2014

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS

Printed on: 2/8/2016 10:10:14 AM



Brown Sprinkler Services, Inc.
2458 State Route 193

PO. Box 8

Doset, Ohio 44032

Fire Suppression Systems
Service History
Order # 11894

JOB LOCATION CLIENT
La Villa Conference and Banquet Ctr P1: (216)265-9305 Brown Sprinkler Service, Inc.
11500 Brook Park Road P2: 2458 SR 153
Cleveland Ohio 44130 F P.O. Box 8
216-265-9305 Dorset Ohio 44032
Qty Description Part No. Replaced
1 Fuse Links 360°F K Link 360K-11 1/25/2016
Appliances (Left to Right)
Num  Description Size Nozzle(s)
1 Range - 6 Burner 60" 1N, 245
2 Char broiler Gas Radiant 1N, 1IN

Fryer - Gas

INSPECTION

I. Fire Suppression Systems

L.
2

Hood and appliances properly protected?

Was nozzle/appliance alignment correct upon arrival?

If not was the alignemt corrected during inspection?

o v s W

N

10.
11.

12.
13.
14.

15,
16.
17.

18.
19.
20.
21.

Actuation cartridge weight or gauge in operable range?
/* Stamped weight 59 1\8 oz, Actual weight 59 1\2 oz */

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
Printed on: 2/8/2016 10:10:14 AM
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Fire Suppression Systems

Brown Sprinkler Services, Inc.
Service History

2458 State Route 193
PO. Box 8 Order # 11894
Doset, Ohio 44032

JOB LOCATION CLIENT

La Villa Conference and Banquet Ctr P1: (216)265-9305 Brown Sprinkler Service, Inc.

11500 Brook Park Road P2: 2458 SR 193

Cleveland Ohio 44130 F: P.O. Box 8

216-265-9305 Dorset Ohio 44032

INSPECTION
I. Fire Suppression Systems Yes No NA
22. State of Ohio Certification Randolph N Kaser 54-18-0381 O O
23. ‘Complete Hydrostatic Pressure Test Current M O O

24. Complete 6 Year Maintenance Current
I state that the information on this form is correct at the time and place of my inspection. And that all equipment
tested at this time was left in operational condition upon completion of this inspection except as noted above.

Acquire Fire Protection, Inc. / Fire Loss Control, Inc.

Customer Signature

X

Technician

Jon LeRoy 1/25/2016

Fire Inspector

X

ALL WORK DONE IN ACCORDANCE WITH N.F.P.A. STANDARDS
Printed on. 2/8/2016 10:10:14 AM



